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PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/02/2024
School Name: Alice Ott Middle School PBS Project Number: 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS

Brocade ceiling texture Storage rooms south of 2089 SF Yes N6 Yes Nd
library and SW
restrooms

Magnesite flooring Closet and storage 179 SF Yes Yo  Yes o
roms adj. to restrooms
in north hallway

Mastic Behind cork tackboard 60 SF Yes N6 Yes N6
in north hallway near
office
Mastic behind wood Main office, principal's 600 SF Yes Ng Yes NG
wall panels office, conference room
Asbestos Pipe Crawlspace G & H 298 LF Yes N Yes N6
Insulation
Asbestos Pipe Attic above south wing 372 LF Yes N6 Yes Né'
Insulation classrooms
Air Cell Pipe Insulation Old Basement Locker 450 LF Yes No/ Yes W
Rooms
Asbestos Pipe Basement crawl space 185 LF Yes o Yes Mo
Insulation F
Paper Wrap Pipe Boiler room; heating 330 LF Yes Ng Yes No”
Insulation water HSA 1
Paper Wrap Pipe Boiler room; domestic 100 LF Yes M Yes N6
Insulation hot water HSA 1

= PBS 1



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District Date of Observation: 08/02/2024
School Name: Alice Ott Middle School PBS Project Number; 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Spray-on Ceiling Main floor hallways, 5655 SF Yes N6 Yes N6

above lay-in ceiling tiles
Troweled Textured South classroom wing 9971 SF Yes N6 Yes Ny
Material (1949 addition)
Mudded Joint Packing  Boiler room; domestic 20 EA Yes u{) Yes Né

hot water HSA 1
Boiler Insulation Boiler room; Boiler 1 400 SF Yes N;zf Yes N\;!

and 2 HSA 1
Asbestos Pipe Pipe trenches in South 1012 LF Yes N6  Yes N6 Limited access to the pipe
Insulation classroom wing trench

Windows with asbestos-containing caulking and window glazing compound were replaced throughout

the building in Summer 2024
Remark

By: Kiera Yap
Title: AHERA Building Inspector

= PBS 2



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate

category. This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District:

David Douglas School District #40

School Name:

Cherry Park Elementary School

Date of Observation:
PBS Project Number:

7/24/2024

23179.141 /0001

MATERIAL

Mastic

Duct Insulation Mastic

Mudded Joint Packing

Gypsum
Wallboard/Joint
Compoun

Mudded Joint Packing

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Mudded Joint Packing

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

LOCATION

Inside fan units in
classroom fan closets

On metal HVAC ducts
throughout the building

Tunnels; heating water
HSA 6

Throughout original
building

Attics; heating water
HSA 8

Boiler room; heating
water HSA 1

Fan rooms and wall
soffits; heating water
HSA 3

Attics; domestic water
HSA 12

Fan rooms, wall soffits
and classrooms;
heating water HSA 4

Gym locker room attic
fan rooms; heating
water HSA 7

QUANTITY

0 EA

NQ

0EA

NQ

0EA

OLF

OLF

0EA

OLF

OLF

DAMAGED

Yes Ko

Yes No

Yes No

Yes Mo

Yes No

Yes No

Yes No

Yes Ng

Yes No

Yes No

CHANGE

Ygs No

¥es No

Yes No

Yes Mo

Yes No

Yes No

Yes No

Xeés No

Yé&s No

Ygs No

COMMENTS

Abated June/July 2024

Partial Abatement
June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

L
NPBS /. secconan



PERIODIC SURVEILLANCE FORM B (Continued)

School District

School Name:

David Doualas School District #40
Cherry Park Elementary School

Date of Observation:
PBS Project Number:

712412024

23179.141 /000

MATERIAL

Air Cell Pipe Insulation

Air Cell Pipe Insulation

Mudded Joint Packing

Mudded Joint Packing

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Boiler Insulation

LOCATION

Boiler room; heating
water HSA 1

Gym locker room attic
fan rooms; domestic
hot water HSA 14

Boiler room; heating
water HSA 1

Tunnels; domestic hot
water HSA 10

Tunnels; heating water
HSA 5

Tunnels; domestic hot
water HSA 9

Attics; domestic water
HSA 13

Boiler room; both boiler
sides HSA 1

QUANTITY

OLF

OLF

0EA

0 EA

OLF

OLF

OLF

0 SF

DAMAGED

Yes NoO

Yes N,o

Yes No

Yes No

Yes No

Yes NO

Yes No

Yes No

CHANGE

Yes No

Yes No

Ye&s No

Ygs No

Yé&s No

Yes No

Yes No

Yes No

COMMENTS

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Abated June/July 2024

Significant abatement was completed in the building in June and July 2024. All accessible asbestos-containing materials
were removed from the boiler room, attic, tunnels, classroom fan closets, and under classroom cabinets.

Remark Asbestos-containing pipe insulation remains concealed in wall and ceiling spaces.

By: Dale Voeller
Title:

AHERA Building Inspector

L
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PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/01/2024
School Name: David Douglas High School - North PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Hard Fittings/Fiberglass Tunnels 500 EA YeS\b(o Yes Né
Tank Insulation Fan room in hall near 3 SF Yes Né Yes l\k{

northwest corner of

gym; HSA 24

Troweled Textured All floors in building; 22654 SF Yes Nz{ Y‘Js No

Material HSA 4 Abated summer 2024

Troweled Textured All floors in building; 9632 SF Yes N6 Ybé No

Material HSA 8 Abated summer 2024

Troweled Textured Ground floor, gym 2088 SF Yes N,O/ Ye@/ No

Material hallway; HSA 13 Abated summer 2024

Troweled Textured Ground floor, hallway 1340 SF Yes Né Y‘gé No

Material from library to Room Abated summer 2024
132; HSA 17

All asbestos-containing ceiling texture was removed from the cafeteria and hallways

Remark throughout the building in June through August 2024.

By: Kiera Yap
Title: AHERA Building Inspector

= PBS ’



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District #40  Date of Observation: 08/01/2024
School Name: David Douglas South High School =~ PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Mastic K Hall and adjoining 4500 SF Yes Wo Yes o
rooms
Cement Asbestos Fume hood in Rm 235 24 SF Yes N6 Yes iy6
Board
Mechanical Isolation Fan rooms; HSA 95 78 SF Yes yo  Yes N6
Cloth
Paper Wrap Pipe Tunnel; steam HSA 20 330 LF Yes N6 Yes N6
Insulation
Air Cell Pipe Insulation Tunnel; steam HSA 21 7 LF Yes Ué Yes sz
Cementitious Rooms 233 and 234 at 46 LF YesWo Yes WS
Covebase instructor lab islands
Hard Fittings/Air Cell Tunnel; steam HSA 19 27 EA Yes Né Yes Ny
Hard Fittings/Fiberglass Tunnel; steam HSA 25 150 EA Yes l\\l/d Yes N¢/
Lab Counter Top Rooms 233, 234, 235 56 SF Yes Ny Yes Np’
Mudded Joint Packing  All floors in building; 507 EA Yes l\\l}d Yes\No
steam HSA 3
Mudded Joint Packing  Tunnel; steam HSA 13 79 EA Yes N/o Yes N’o
Paper Wrap Pipe Tunnel; domestic hot 45 LF Yes N6 Yes Né
Insulation water HSA 14

= PBS 1



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District #40  Date of Observation: 08/01/2024
School Name: David Douglas South High School ~ PBS Project Number: ~ 23179.141/0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Paper Wrap Pipe Industrial arts/shop 8 LF Yes N6 Yes N&
Insulation wing restroom,
domestic hot water
HSA 34
Paper Wrap Pipe Boiler room; domestic = 245 LF Yes Ny’ Yes N6
Insulation cold water HSA 01
Paper Wrap Pipe All floors in building: 2045 LF Yes WS Yes M
Insulation steam HSA 2
Paper Wrap Pipe All floors in building; 1280 LF Yes \D(o Yes l\\l;!
Insulation domestic cold water
HAS 6
Tank Insulation Tunnel; south end HSA 30 SF Yes N;zf Yes ‘b(o
8
Vinyl Floor Tile K Hall and Adjacent 2000 SF Yes N Yes Ng/
Rooms
Hard Fittings/Air Cell Boiler room; domestic 45 EA Yes u’o Yes N;z{
hot water HSA 1
Hard Fittings/Paper All floors in building; 234 EA Yes 20 Yes Mo
Wrap domestic cold water
HSA 7
Hard Fittings/Paper All floors in building; 161 EA Yes o Yes Ho
Wrap domestic hot water
HSA 5
Mudded Joint Packing  Boiler room; steam 75 EA Yes M6 Yes N6
HSA 1
Paper Wrap Pipe Tunnel HSA 12 285 LF Yes N6 Yes Ng’
Insulation
Asbestos Pipe Boiler room; steam 260 LF Yes N}d Yes \l}o
Insulation HSA 1

= PBS 2



PERIODIC SURVEILLANCE FORM B (Continued)

David Douglas School District #40
David Douglas South High School

08/01/2024
23179.141 /0001

School District Date of Observation:

School Name: PBS Project Number:

MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Boiler Insulation Boiler room; two boilers 1155 SF Yes ué Yes\p(o
and one tank HSA 1
Gasket Boiler room; domestic 1 SF Yes N6 Yes N6
hot water heat
exchanger HSA 01
Area 01
Hard Fittings/Air Cell Boiler room; domestic 34 EA Yes N(S Yes NIS
cold water HSA 1
Paper Wrap Pipe All floors in building: 1405 LF Yes J)l’o Yes {yo
Insulation domestic hot water
HSA 4
Paper Wrap Pipe Boiler Room; domestic 210 LF Yes \Dl’o Yes \D(o
Insulation hot water HSA 1
Sheet Floor Covering  Countertops in Rooms 340 SF Yes J6  Yes Ny
222 and 223
Spray-on Ceiling Horticulture building 850 SF Yes @w Yes N6

Remark

By: Kiera Yap
Title:

AHERA Building Inspector

= PBS



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/01/2024
School Name: DDHS - Annex / Old Pool Building  PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Cement Asbestos Radiator cabinets in 540 SF Yes Né Yes ‘N{)
Board rooms 171-175
Mastic Old pool building lobby, 43 EA Yes N{) Yes Né
on acoustic foam
ceiling tiles
Cement Asbestos Old pool building lobby, 64 SF Yes Né Yes N@(
Board below west windows
Mudded Joint Packing Fan room between 19 EA Yes I\k{ Yes h/o
Rooms 174 and 175
Mudded Joint Packing  Main floor; domestic 14 EA Yes Né Yes Nc/)
cold water HSA 15
Mudded Joint Packing Room 171,172, and 19 Yes Wb Yes N6
173
Mudded Joint Packing  Main floor; steam HSA 73 EA Yes Né Yes N{)
16
Mudded Joint Packing  Boiler room; steam 152 EA Yes % Yes N6
HSA 1
Mudded Joint Packing  Boiler room; domestic 39 EA Yes \(o Yes h/o

hot water HSA 1

Mudded Joint Packing  Boiler room; domestic 79 EA Yes Nt{ YeS\D(o
cold water HSA 1

= PBS 1



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District Date of Observation: 08/01/2024
School Name: DDHS - Annex / Old Pool Buildina  PBS Project Number: ~ 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Remark

By: Kiera Yap

Title: AHERA Building Inspector

= PBS 2



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 07/12/2024
School Name: District Office PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS

Joint Compound Hallways and 5000 SF Yes \u{) Yes N({

mechanical rooms
throughout; NE
conference room and
adjacent IT room on
the 2nd floor

Remark

By: Dale Voeller
Title: AHERA Building Inspector

= PBS 1



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/01/2024
School Name: Earl Boyles Elementary School PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Hard Fittings/Fiberglass Tunnels; heating water 211 EA Yes N6 Yes\M)
Hard Fittings/Fiberglass Tunnels; domestic hot 333 EA Yes N{) Yes Ng(

water
Hard Fittings/Fiberglass Tunnels; domestic cold 219 EA Yes ué Yes Ué

water

Remark

By: Kiera Yap
Title: AHERA Building Inspector

= PBS



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District:

School Name:

David Douglas School District

Floyd Light Middle School

Date of Observation:

PBS Project Number:

08/01/2024
23179.141 /0001

MATERIAL

Grout

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Remark

LOCATION

Exterior walls

Tunnels and fan
rooms; domestic hot
water HSA 3

Tunnels and fan
rooms; domestic cold
water HSA 4

Tunnels and fan
rooms; heating water
HSA 2

Boiler room; heating
water HSA 1

Boiler room; domestic
cold water HSA 1

Boiler room; domestic
hot water HSA 1

QUANTITY

NQ

377 EA

376 EA

757 EA

161 EA

57 EA

40 EA

DAMAGED

Yes \y)
Yes N6

Yes M

Yes No/

Yes Ng
Yes N6

Yes N6

CHANGE

Yes N()
Yes Né

Yes NJ

Yes N&

Yes %
Yes N{)

Yes N6

COMMENTS

By: Kiera Yap
Title:

AHERA Building Inspector

= PBS



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate

category. This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District #40  Date of Observation: 7/11/2024
School Name: Gilbert Heights Elementary School PBS Project Number: 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Cement Asbestos South elevation 0 SF Yes Mo Yges No Abated June/July 2024
Board windows and north and

south soffits
Glued-on Ceiling Tiles  Kitchen; HSA 76 550 SF Yes NO Yes No
Cement Asbestos Fan room at boiler 26 SF Yes N6 Yes No
Board room; boiler room at

door
Mudded Joint Packing Main level heating 30 EA Yes Ng©  Yes Ng

water; HSA 5

Remark

By: Dale Voeller
Title: AHERA Building Inspector

L
NPBS /. secconan



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate

category. This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District:

School Name:

David Douglas School District #40

Gilbert Park Elementary School

Date of Observation:
PBS Project Number:

7/11/2024
23179.141 /0001

MATERIAL

Mastic

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Caulk
Paper Wrap Pipe
Insulation

Gypsum and Plaster

Joint Compound

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

LOCATION

Behind original
chalkboards in each
classroom

Ground floor; 1960
renovation domestic
water HSA 5

Ground floor; pipe soffit
domestic water HSA 6

Ground floor; domestic
water HSA 8

Exterior caulk around
doors and windows

Ground floor; heating
water HSA 7

South classroom wing -
Rooms 11 through 20

Gymnasium

Ground floor; domestic
water HSA 3

Ground floor; pipe
soffit, domestic water
HSA 9

Ground floor; pipe soffit
heating water HSA 11

QUANTITY

NQ

181 LF

578 LF

595 LF

NQ

100 LF

NQ

NQ

240 EA

147 EA

498 EA

DAMAGED

Yes No

Yes No

Yes N6

Yes No

Yes No

Yes No

Yes No

Yes No
Yes No

Yes Mo

Yes N6

CHANGE

Yes No

Yes o

Yes No6

Yes NO

Yes No

Yes Ng

Yes No

Yes N6

Yes Mo

Yes Mo

Yes No

COMMENTS

Added as new material August
2024

L
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PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District #40  Date of Observation: 7/11/2024
School Name: Gilbert Park Elementary School PBS Project Number: 23179.141/000
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Mudded Joint Packing  Ground floor; 1960 418 EA Yes No  Yes Mo

renovation tunnel HSA

13
Air Cell Pipe Insulation Ground floor; pipe soffit 1645 LF Yes No Yes No

HSA 10
Remark
By: Dale Voeller

Title: AHERA Building Inspector

y 2
NPBS /. secconan



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/01/2024
School Name: Horner Performing Arts Center PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Mastic All floors in building; 2100 SF Yes NA Yes M{)
HSA 2
Vinyl Floor Tile Community room level; 400 SF Yes N6 Yes M
HSA 1
Remark
By: Kiera Yap

Title: AHERA Building Inspector

= PBS 1



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District:

School Name:

David Douglas School District

Lincoln Park Elementary School

Date of Observation:
PBS Project Number:

08/02/2024
23179.141 /0001

MATERIAL

Cement Asbestos
Board
Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Tank Insulation

Mudded Joint Packing

Remark

LOCATION

Classroom radiator
cabinets

Boiler room; lower level
by north tank HSA 1

Boiler room; joints HSA
1

Tunnel; HSA 3

Kitchen roof drain; HSA
6

Boiler room; HSA 1

Boiler room; lower level
by stairs HSA 1

QUANTITY

NQ

55 EA

46 EA

410 EA

1 EA

340 SF

27 EA

DAMAGED

Yes N6
Yes Na/

Yes QI;J

Yes Né
Yes No/

Yes Nt{
Yes Ne(

CHANGE

Yes N6
Yes I\M
Yes N6

Yes Né
Yes Ne{

Yes NJ
Yes N6

COMMENTS

By: Kiera Yap
Title:

AHERA Building Inspector

= PBS



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/02/2024
School Name: Menlo Park Elementary School PBS Project Number: 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Mastic behind Masonite Hallways throughout NQ Yes Mo Yes No
wall panels
Mastic inside of AHUs  Custodian's office; 0 EA Yes No Yés No

stage fan room; gym

fan room Abated July 2022
Hard Fittings/Fiberglass Stage Fan Room 0 EA Yes No Ygs No Abated June 2022
Hard Fittings/Fiberglass Storage room below 0 HFF Yes No  Yegs No

west stage fan room Abated June 2022
Mechanical Isolation Fan rooms; HSA 90 0 SF Yes No Yes No
Cloth Abated June 2022
Mudded Joint Packing  West stage fan room; 0 EA Yes No Yés No

heatlng water Abated June 2022
Paper Wrap Pipe East stage fan room; 0 EA Yes No Yes No
Insulation heating water Abated June 2022

Remark Asbestos-containing pipe insulation remains concealed in wall and ceiling spaces throughout the building.

By: Kiera Yap
Title: AHERA Building Inspector

= PBS 1



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District Date of Observation: 08/02/2024
School Name: Mill Park Elementary School PBS Project Number: 23179.141 / 0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Cement Asbestos Classroom radiator NQ Yes Né YeS\u’o
Board cabinets
Mechanical Isolation Main floor; HSA 98 3 SF Yes Ng  Yes NG
Cloth
Mudded Joint Packing Boiler room: northwest 2 EA Yes Ng/ Yes W
corner roof drain HSA 1
Mudded Joint Packing  Boiler room: joints 51 EA Yes M Yes Né
domestic cold water
HSA 1
Mudded Joint Packing  Boiler room; joints 24 EA Yes Né Yes Ng(
heating water HSA 1
Tank Insulation Boiler room; tank 150 SF Yes N6 Yes NA
insulation HSA 1
Mudded Joint Packing Boiler room: joints 30 EA Yes MJ Yes N,a/
domestic hot water
HSA 1
Mudded Joint Packing  Tunnels; heating water 322 EA Yes U&S Yes W
HSA 3
Mudded Joint Packing  Tunnel; domestic cold 457 EA Yes N6 Yes NG
water HSA 5
Mudded Joint Packing Kitchen and cafeteria 6 EA Yes l‘k{ Yes Né
storage rooms HSA 6
Boiler Insulation Sides and back of 410 SF Yes N,o/ Yes Nb/
boiler HSA 1

= PBS ’



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District Date of Observation: 08/02/2024
School Name: Mill Park Elementary School PBS Project Number: 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Remark

By: Kiera Yap

Title: AHERA Building InspectorERA Building Inspector

= PBS 2



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate

category. This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: David Douglas School District #40  Date of Observation: 7/22/2024
School Name: North Powellhurst Child Service Cen PBS Project Number: 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Cement Asbestos North classroom wing, NQ Yes Mo Yes Mo
Board Rooms 301 - 309,

lining in air shaft from

tunnel
Glued-on Ceiling Tiles  Througout the building NQ Yes No  Yes Mo
Cement Asbestos Attic fan room; HSA 98 40 SF Yes DMo Yes No
Board
Mudded Joint Packing Crawl space under 23 EA Yes N¢/ Yes o

stage; domestic hot
water HAS 13

Paper Wrap Pipe Attics and fan room; 66 LF Yes No Yes Ng
Insulation steam HSA 4
Tank Insulation Attic; HSA 14 82 SF Yes N6 Yes Mo

Vinyl Floor Tile/Mastic ~ Gym floor, two layers 2550 SF Yes Do Yes Mo

Mudded Joint Packing  Attics and fan room; 3 EA Yes o Yes Mo
steam, HSA 5
Mudded Joint Packing  Crawl space under 1EA Yes No Yes o

stage; domestic cold
water HAS 12

Mudded Joint Packing  Crawl space under 5 EA Yes No  Yes Mo
stage; steam HSA11

y 1
NPBS /. secconan



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District #40  Date of Observation: 7/22/2024
School Name: North Powellhurst Child Service Cen PBS Project Number: 23179.141/000

MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS

Remark

By: Kiera Yap

Title: AHERA Building Inspector

y 2
NPBS /. secconan



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District:

School Name:

David Douglas School District

South Powellhurst

Date of Observation:
PBS Project Number:

08/02/2024
23179.141 /0001

MATERIAL

Fire Door

Mastic

Mastic

Mudded Joint Packing

Mudded Joint Packing

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Paper Wrap Pipe
Insulation

Vinyl Floor Tile

Vinyl Floor Tile

Remark

LOCATION

Boiler room

Maintenance shop
lunchroom; HSA 40

Ground floor, bus
garage; HSA 98

Crawl space; domestic
hot water HAS 2

Crawl space; HAS 51

Crawl space; HAS 1

Crawl space; HAS 50

Bus garage; domestic
hot water HSA 1

All floors in building;
HSA 99

Ground floor, bus
garage; HSA 97

QUANTITY

2 EA

280 SF

350 SF

10 EA

28 EA

185 LF

280 LF

68 LF

28776 SF

350 SF

DAMAGED

Yes N6
Yes N6

Yes Né

Yes N6

Yes %
Yes Nt{

Yes I%
Yes NO/
Yes NO/

Yes N6

CHANGE

Yes Ne{
Yes Ntf

COMMENTS

Yes (o

Yes N4

Yes Na(
Yes No/

Yes Né

= PBS



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District Date of Observation: 08/02/2024
School Name: South Powellhurst PBS Project Number: 23179.123 /0002

MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
By: Kiera Yap

Title: AHERA Building Inspector

= PBS 2



PERIODIC SURVEILLANCE

FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District:

David Douglas School District

School Name:

Ventura Park Elementary School

Date of Observation:
PBS Project Number:

08/01/2024
23179.141 /0001

MATERIAL

Glued-on Ceiling Tiles

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Breeching

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Mudded Joint Packing

Remark

LOCATION

Classrooms 12 - 21
and hallway, hallway
and rooms on north
side of gym

Main floor; domestic
cold water HSA 4

Main floor; heating
water HSA 2

Main floor; domestic
hot water HSA 3

Boiler room
HSA 1

Boiler room; domestic
hot water HSA 1

Main floor, 1962 tunnel;
domestic hot water
HSA 6

Main floor, 1962 tunnel;
domestic cold water
HSA 7

Main floor, 1962 tunnel;
heating water HSA 5

QUANTITY

NQ

260 EA

329 EA

431 EA

0 SF

0 EA

156 EA

86 EA

78 EA

DAMAGED

Yes N6

Yes N6
Yes Né

Yes N{)
Yes No

Yes No

Yes N6

Yes l‘k{

Yes ND/

CHANGE

Yes N;{

Yes \b(o
Yes Né

Yes N{)

Yes No

Yes No

Yes N6

Yes Né

Yes N((

COMMENTS

Abated

Abated

Limited access to tunnels

= PBS



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District Date of Observation: 08/01/2024
School Name: Ventura Park Elementary School PBS Project Number: 23179.141 /0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
By: Kiera Yap

Title: AHERA Building Inspector

= PBS 2



PERIODIC SURVEILLANCE
FORM B

At least every six months these materials should be reviewed for any changes in conditions. The initial conditions are
indicated in your Management Plan. Review them carefully and then walk through the building to observe current
conditions. Be sure to note both damage and change in condition for every material by circling the appropriate category.
This form is to be kept in the periodic surveillance section and should be utilized anytime you notice a change.

DO NOT TOUCH ASBESTOS-CONTAINING MATERIAL WITHOUT PROPER TRAINING

School District: 08/02/2024
School Name: 23179.141 / 0001

David Douglas School District Date of Observation:

West Powellhurst Elementary Schoo PBS Project Number:

MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS

Fire Door Door to Boiler Room 1 EA Yes Nt( Yes M

Mastic Behind yellow laminate  NQ Yes No/ Yes l\k{
wall panels in hallways

Mudded Joint Packing  Tunnel; domestic cold 50 EA Yes Né Yes Né
water HSA 5

Air Cell Pipe Insulation Tunnel; domestic hot 90 LF Yes Nv/ Yes N{
water HSA 4

Air Cell Pipe Insulation Tunnel; domestic cold 90 LF Yes Né Yes N6
water HSA 6

Joint Compound On gypsum walls in NQ Yes % Yes Né
gym

Mudded Joint Packing  Tunnel; domestic cold 50 EA Yes \D(o Yes l\kg/
water HSA 7

Paper Wrap Pipe Fan room; heating 47 LF Yes Nt{ Yes Nz{

Insulation water HSA 50

Mudded Joint Packing Boiler room; heating 36 EA Yes W Yes Np/
water HSA 1

Pipe Covering Fan room; heating 18 LF Yes N(/ Yes NQ/
water HSA 51

Boiler Insulation Boiler room; HSA 1 270 SF Yes N6 Yes Né

Paper Wrap Pipe Boiler room; piping 62 LF Yes NQ/ Yes N,a/

Insulation

domestic cold water
HSA 1

= PBS



PERIODIC SURVEILLANCE FORM B (Continued)

School District David Doualas School District Date of Observation: 08/02/2024
School Name: West Powellhurst Elementary Schoo PBS Project Number: — 23179.141/0001
MATERIAL LOCATION QUANTITY DAMAGED CHANGE COMMENTS
Paper Wrap Pipe Boiler room; domestic 165 LF Yes M Yes pr

Insulation cold water HSA 1

Remark

By: Kiera Yap

Title: AHERA Building Inspector

= PBS 2



THIS IS TO CERTIFY THAT

KIERA YAP

HAS SUCCESSFULLY COMPLETED THE TRAINING COURSE
for

ASBESTOS INSPECTOR REFRESHER

In accordance with TSCA Title I, Part 763, Subpart E, Appendix C of 40 CFR

CCB #SRA0615 4-Hr Training

Course Date: 08/18/2023

4-Hour AHERA Inspector Refresher
Training; AHERA is the Asbestos Hazard
Course Location: Online Emergency Response Act enacting Title II
of Toxic Substance Control Act (TSCA)

Certificate: IR-23-0690C Expiration Date: 08/18/2024

For verification of the authenticity of this

certificate contact: ;s

PBS Engineering and Environmental Inc. ﬂ&.\) ,w%
4412 S Corbett Avenue

Portland, OR 97239 Andy Fridley, Instructor




THIS IS TO CERTIFY THAT

DALE VOELLER

HAS SUCCESSFULLY COMPLETED THE TRAINING COURSE
for

ONLINE AHERA ASBESTOS INSPECTOR REFRESHER

In accordance with TSCA Title Il, Part 763, Subpart E, Appendix C of 40 CFR

CCB #SRA0615 4-Hr Training

Course Date: 01/23/2024 - q S
123/ B P B 4-Hour Online AHERA Inspector Refresher
=Y

' ) Training; AHERA is the Asbestos Hazard
Course Location: Online Emergency Response Act enacting Title II
of Toxic Substance Control Act (TSCA)

Certificate: IRO-24-7646A Expiration Date: 01/23/2025

For verification of the authenticity of this

certificate contact: .
PBS Engineering and Environmental Inc. M«\) /‘-’%

4412 S Corbett Avenue

Portland, OR 97239 Andy Fridley, Instructor






