
PGE CONSTRUCTION DRAWING

This document accurately represents FIELD Construction. 
Foreman: Date:

AS-BUILT VERIFICATION & NESC VIOLATIONS CORRECTED

ANY DEVIATION FROM THIS DESIGN MUST
BE APPROVED BY PGE DESIGN PROJECT MANAGER

THINK
SAFETY
FIRST!

LINE CREW NOTE:
CIRCUIT AND FEEDER INFORMATION IS FOR
REFERENCE ONLY. MAP MAY NOT BE REAL TIME
REPRESENTATION OF ACTUAL SYSTEM CONDITIONS.

PL-151 WL-3PGE OWNED
POLE

INSTALL:

NEW 4" PRI

NEW PGE FACILITIES TO BE INSTALLED
(UNLESS OTHERWISE SPECIFIED)

OVERHEAD LEGEND

REMOVE FACILITIES

INSTALL ADDITIONAL FACILITIES/MODIFY FACILITIES

CONDUCTORS

POLES

POLE CLASS (1, 2, 3, 4, H1, H2, S)
POLE HEIGHT (FEET)

HT-CL

EQUIPMENT

CONTRACT DESIGN

PotelcoDesignSched@pgn.com
Potelco Engineering Design Line:1-800-247-6316

POTELCO INC

Know what's below.
Call before youdig.

CALL 811 BEFORE YOU DIGATTENTION:
OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED
BY THE OREGON UTILITY NOTIFICATION CENTER.
THOSE RULES ARE SET FORTH IN OAR 952-001-0001
THROUGH 952-001-0100. YOU MAY OBTAIN COPIES OF
THE RULES BY CALLING THE OREGON UTILITY
NOTIFICATION CENTER ADMINISTRATION @ (503-232-1987)

TO REQUEST UTILITY LOCATES CALL THE OREGON
UTILITY NOTIFICATION CENTER, 811 AT LEAST

2 BUSINESS DAYS PRIOR TO EXCAVATION.

INSTALL FACILITIES
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GRESHAM
LINE CREW CENTER

1705 NE BURNSIDE ST
GRESHAM, OR 97030

WORK ORDER NUMBER (M#):

DESIGN PROJECT MANAGER: PHONE:

6/23/2025
RE-CONFIGURE UG PRI TO ELIMINATE 6 CUTOUTS ON
POLE D1203B-2572

KELLY BUTTE-MALL 205

749 SE 106TH AVE, PORTLAND

RMV 2 PRI C/O FROM PL-2572, INS C.O ON PL-151, INS NEW
660 AND UG PRI

WILL ZOBRIST

JACOB ESPINOSA 503.718.6302
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INSTALL CUTOUT
SIZE FUSING AS NOTED

FAULT INDICATOR

ABANDON 1-#2 AL-EPR JKT PRIMARY IN 2'' PVC CONDUIT

660-PGE SWITCH VAULT,  PROVIDED BY PGE & INSTALLED 
BY PGE APPROVED CONTRACTOR 

INSTALL 1-#2 AL-EPR JKT TX PRIMARY IN 1-4'' PVC CONDUIT 
PROVIDED & INSTALLED BY PGE APPROVED CONTRACTOR

INSTALL 1-1/0 AL-EPR JKT TX PRIMARY IN 1-4" PVC 
CONDUITS PROVIDED & INSTALLED BY PGE APPROVED 
CONTRACTOR

VAULTS

JOB SITE

4-IN PVC CONDUIT UNIT W/12IN BKTS
(3) 150 C/O F140T UG TAP

PL-2572 WL-1PGE OWNED
POLE

REMOVE:

(2) 4-IN PVC CONDUIT UNIT W/12IN BKTS
(3) 150 C/O F140T UG TAP
(3) 143 C/O F65T UG TAP

RMV (2) 4" PRI

VT-22 WL-2
INSTALL:
SU90005783 - 660 NON-SLIP VLT LID,

2- DOOR NO KEYWAY, ADJUSTABLE LID

REMOVE:
SU39635 - VLT LID, CONC. DIA-PLT DBL-DOOR
   OVERSIZED 80"x56"x6" 660VLT

VT-155 (NEW 660) WL-4
INSTALL:
SU52 - 660 VAULT BASE 72”x48”x66”
SU39636 - CONC. VLT LID. NON-SLIP DBL-DOOR OVERSIZED 660
LATERAL TAP UNIT-4 POS-3 PHASE
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POST-LANDSCAPING NOTES
WL-4 VT-155:

REMOVE TOP LAYER GRAVEL
BACKFILL WITH DIRT AND PLANT GRASS SEED

OOS - (OUT OF SERVICE) - PRIMARY CABLE
*GROUND CABLE PER LC22035-7

5'-6"

6'
4'

6"

6'-8"4'-8"
660-PGE SWITCH VAULT

NOTES:
1. VAULTS TO BE
SET AT LOCATIONS
APPROVED BY PGE.
2. TOP OF LID TO
BE SET AT FINAL
GRADE,
APPROVED BY PGE.
3. DO NOT CROSS
PVC BETWEEN
VAULTS.

4. INSTALL 500 LB
(MIN) TEST PULL-
STRING IN EACH PVC.

VT-155

N

4" TO PD-11437

 4" TO
PL-151

 4" TO
VT-22

25'
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CONTRACT DESIGN

PotelcoDesignSched@pgn.com
Potelco Engineering Design Line: 1-800-247-6316

THINK
SAFETY
FIRST!

ANY DEVIATION FROM THIS DESIGN MUST BE
APPROVED BY THE PGE PROJECT MANAGER

LINE CREW NOTES:
CIRCUIT AND FEEDER INFORMATION IS FOR
REFERENCE ONLY. MAP MAY NOT BE REAL TIME
REPRESENTATION OF ACTUAL SYSTEM CONNECTIONS.

ATTENTION:
OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED
 BY THE OREGON UTILITY NOTIFICATION CENTER. 
THOSE RULES ARE SET FORTH IN OAR 952-001-0010
THROUGH 952-001-0090 YOU MAY OBTAIN COPIES OF
THE RULES BY CALLING THE OREGON UTILITY
 NOTIFICATION CENTER ADMINISTRATION @ (503-232-1987)

CALL 811 BEFORE YOU DIG

TO REQUEST UTILITY LOCATES CALL THE OREGON
UTILITY NOTIFICATION CENTER, 811 AT LEAST

2 BUSINESS DAYS PRIOR TO EXCAVATION
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STREET LOCATION: SE 106TH AVE, BETWEEN SE WASHINGTON ST & SE CHERRY BLOSSUM DR
DESCRIPTION: RE-CONFIGURE UG PRI TO ELIMINATE 6 CUTOUTS ON POLE D1203B-2572
WO#: M3538744 DATE: 6/23/2025 ADDRESS: 749 SE 106TH AVE

³
1 in = 40 ft
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